
AN446855296018en-000101 | 1© Danfoss Climate Solutions | 2023.03

Danfoss Aero® RA/VL 
thermostatic sensors series 

Installation Guide Danfoss Aero® RA/VL / 015G4550

Installation | Montage | Installation | Instalación

1. 2.

3. 4.
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Danfoss Aero® RA/VL

Temperature Limitation | Temperaturbegrenzung | Limite de température  | Limitación de temperatura (MAXIMUM)

1. 2.

MAX = 4
e.g.

4.

MAX

5.
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Danfoss Aero® RA/VL

Temperature Limitation | Temperaturbegrenzung | Limite de température  | Limitación de temperatura (MINIMUM)

1. 2.

3.

MIN = 2
e.g.

4.

MIN

5. Code no.

013G1246
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Danfoss Aero® RA/VL

Blind mark| Blinde markierung | Marque aveugle | Marca ciega
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Danfoss Areo® RA/VL

Installation | Montage | Installation | Instalación

1. 2.

3. 4.

Code no.

015G4951


